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FINISH:

MATERIAL:

1) OPEN THE SIDE DOOR AND REMOVE THE
    COVER PLATE FROM THE DIVIDER PANEL.

* WILL REUSE SCREWS FOR HEATER CONTROL UNIT

2) INSTALL THE HEATER CONTROL UNIT
    THROUGH THE REAR DOOR, SECURING
    IT USING THE SCREWS FROM THE
    COVER PLATE.

3) PLUG IN THE HEATER CONTROL UNIT
    INTO THE RECEPTACLE LOCATED ON THE
    LOWER SIDE OF THE CONTROL TOWER.

4) MOVE TEE FITTING ASSEMBLY TO THE
    OTHER SIDE OF ENGINE.

6) PLUG THE OIL HEATER CORD INTO THE
    HEATER CONTROL UNIT RECEPTACLE.

WARNING: REFILL OIL AND CHECK OIL LEVEL BEFORE STARTING GENERATOR AFTER INSTALL.

11/30/11CLR

5) INSTALL THE OIL HEATER UNIT IN THE
    RIGHT SIDE OIL PLUG HOLE AS SHOWN.


